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MAINTENANCE HOLE VENTING DETAILS
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100 STAINLESS STEEL

     COVERS, VENTS WILL BE REQUIRED EVERY THIRD MAINTENANCE HOLE.

1. WHERE SECTIONS OF SANITARY SEWERS ARE PROVIDED WITH WATERTIGHT

SCREEN

WITH INSECT

180° BEND

2.0%

A.P.

VENT PIPE
VENT OPENING

WATERPROOF MANHOLE FRAME & COVER, SEE DETAIL 2-2-3

POST

     BY THE CONSERVATION AUTHORITY AND A MINIMUM 1.2m ABOVE GRADE (WHICHEVER IS GREATER). 

2. ELEVATION OF THE VENT OPENING SHALL BE ABOVE REGIONAL FLOOD LINES AS DETERMINED
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