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150mm CAMLOCK CONNECTION &

CAP c/w 6mm DRILLED PRESSURE

EQUALIZATION HOLE

50mm BALL VALVE, SS

(NORMALLY CLOSED)

150mm PIPE, SS

50mm BALL VALVE, SS

(NORMALLY CLOSED)

ABOVE NORMAL WORKING

WATER LEVEL OF WET WELL

150mm FLANGE CONNECTION

PIPE WALL SUPPORT

BRACKET, SS

(AS REQUIRED)
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150mm SS

CUT PIPE AT 45° ANGLE

LOCATE INTAKE AT

LOWEST ELEVATION OF

WET WELL

WATERTIGHT PIPE

PENETRATION

150mm FLANGE CONNECTION

WET WELL

SEWAGE PUMPING STATION

WET WELL CLEAN-OUT PIPE DETAIL
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BENCHING


